	  
	134 Suber Road 
	Columbia, South Carolina 29210 
	EXECUTIVE SUMMARY 
	Location 
	Condition
	Potential for Disturbance
	 1. BACKGROUND 
	2. ASSESSMENT PROCEDURES 
	 3. FINDINGS AND RESULTS 
	Location 
	Condition
	Potential for Disturbance
	Location
	Material
	Approx. Quantity1
	Condition
	Basement, dining room 049
	1,600 ft2
	Basement, dining room 052
	1,600 ft2
	Basement by room 060
	Basement by room 058
	2,200 ft2
	Hall by nurse’s station, room 110
	Hall, by office, room 170
	Basement, dining room 049
	1,400 ft2
	Ward 118, by room 129
	Ward 118, by room 126
	2nd floor office, room 251
	200 ft2
	1st Floor hall by room 188
	3,920 ft2
	Ward 118, near room 128
	2nd Floor hall near room 225
	2nd Floor hall near room 225
	Group Room 125
	2,000 ft2
	Lounge, Room 107 
	2,000 ft2
	Dayroom, Room 276 
	Group Room 125
	8,000 ft2
	Lounge, Room 107 
	Dayroom, Room 276 
	1st Floor hallway by Room 168
	6,000 ft2
	1st Floor hallway by Room 126 
	2nd Floor hallway by room 237A 
	Covered walkway by driveway 
	1,200 ft2
	Covered walkway by driveway 
	Upper level of covered walkway in building corner 
	Steam pipe, above ceiling in basement and east hall 
	200 ln ft
	Basement above ceiling  
	2,500 ln ft
	Hall by nurse’s station, room 110
	Hall, by office, room 170
	2,500 ln ft
	Basement above ceiling on water pipes
	300 joints
	Basement above ceiling on water pipes
	Exterior window, room 068
	Window glazing compound
	278 windows
	Exterior window, room 039
	Window glazing compound
	Exterior window, post office
	Window glazing compound

	4. ABBREVIATIONS AND HAZARD ASSESSMENT KEY 
	 5. CONCLUSIONS AND RECOMMENDATIONS 




